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Spring 2021
Public Works
Pre-Construction Meeting

WELCOME!
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City of Rockford
Public Works Department
Water and Storm Water Pre-Construction Meeting

Agenda

Staff Introduction T Ryan Lundberg
CIP Updates i Ryan Lundberg
Street/Forestry i Mitch Leatherby
Water Main Construction
. Section 121 Matt Baillargeon
. lllinois EPA Water Construction Permit 1 Matt Baillargeon

. lllinois EPA Water Operating Permit i Matt Baillargeon
. Water System Shutdowns i Matt Baillargeon
. Inspection i Matt Baillargeon
. Disinfection i Nadine Miller
i. Sampling and Analysis 1 Nadine Miller
Hydrant Use Program: Kristy Heinekamp / John Quniby
a. Permitting process
b. Meter rental
Erosion and Sediment Control i Jeremy Mitchell
Development i Brad Holcomb
Permitting i Kelly Nokes / Marty Bloom
Compliance Reminders i Nick Meyer / John Wuich
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CIP Update i Check Sheet #25 Enforcement

CHECK SHEET #25

State of lllincis
Depariment of Transportation

SPECIAL PROVISION
FOR
QUALITY CONTROL/QUALITY ASSURANCE OF CONCRETE MIXTURES

Effective: Aprl 1, 1992
Revised: January 1, 2015

Add the following to Section 1020 of the Standard Specifications:

“1020.16 Quality ControlQuality Assurance of Concrete Mixtures. This
Article specifies the guality control responsibilities of the Contractor for concrete
mixtures (except Class PC and P3 concrete), cement aggregate miscure I, and
controlled low-strength materal incorporated in the project, and defines the quality
assurance and acceptance responsibilities of the Enginesr.

A list of quality control'quality assurance [QC/QA)} documents is provided in
Article 1020.18(g), Scheduls D.

A Level | Portland Cement Concrete (PCC) Technician shall be defined as an
individual who has successfully completed the Deparment's training for concrete
testing.

A Lewvel I Portland Cement Concrete (PCC) Technician shall be defined as an
individual who has successfully completed the Deparment's training for concrete
proporticning.

A Level Il Porltand Cement Concrete (PCC) Technician shall be defined as an
individual who has successfully completed the Department's training for concrete mix
design.

A Concrete Tester shall be defined as an individual who has successfully
completed the Department’s training to assist with concrete testing and is monitored
on a daily basis.

Aggregate Technician shall be defined as an individual who has successfully
completed the Department's training for gradation testing invelving aggregats
production and mixtures.

Mixture Aggregate Techniciam shall be defined as an individual who has
successfully completed the Departments ftraining for gradation testing imvolving
mixtures.

Gradation Technician shall be defined as an individual who has successfully
completed the Department’s training to assist with gradation testing and is monitored
on a daily basis.

(a) EquipmentLaboratory. The Contractor shall provide a laboratory and test
equipment to perform their quality control testing.
128

This IDOT Special Provision
will be enforced on all
projects that include Check
Sheet #25 In the contract
documents.

Contractors will be
responsible for quality
control of concrete mixtures
which includes inspection,
sampling, testing and
documentation.
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Street/Forestry Contacts

Street & Transportation Superintendents:
Mitch Leatherby 1 (779) 348-7631
Mitchell.leatherby@rockfordil.gov

Harry Noble 7 (779) 348-7619
Harry.Noble@rockfordil.gov

Street Div. Supervisor:

Giovanni Giacomazzo-(779) 348-7675
Giovanni.Giacomazzo@rockfordil.gov

Forestry Div. Supervisor:

Taylor Hennellyi (779) 348-7636
Taylor.Hennelly@rockfordil.gov
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Water Distribution System Design and
Specifications (Section 12)

*Current Version is
available on the City
Website (rockfordil.gov)
under City Departments
I Public Works 1T Water
i Design &
Construction (link on
left side)
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WATER DISTRIBUTION
SYSTEM DESIGN
AND

SPECIFICATIONS

*Most recently revised
February 2021 to reflect
combined fire and
domestic water service
installations.

Previous changes
discuss the
abandonment provisions
associated with unused
water service lines;
Abandonment
requirements shall be
size dependent and will
either be abandoned by
using a solid sleeve,
corporation sleeve, or
removing and replacing a
section of main.

IL Admin Code 890.120
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http://rockfordil.gov/

lllinois EPA Water Construction Permi

Prior to Permit Approval:
AApproved Plat
s ot AA pproved Plans

PUBLIC WATER SUPPLY CONSTRUCTION PERMIT

413 E. Btate Streat
Rockford, IL 61104

PERMIT NUMBER:  33{p-3X DATE ISSUED: April 33, 2020
PERMIT TYPE: Water Main

. .
The zznance of thiz parmit iz bazad on plans and specifications preparad by the engineers/architects indiczted, and k u b I I I I t E C O p I e S Of th e

ara identified as follows. This permat is issued for the construction and/or mstallation of the public water supply
improvements described in this document, in accordance with the provizions of the “Environmental Protection

Act,” Title IV, Sactions 14 through 17, and Title ¥, Sections 39 and 40, and iz subject to the conditions printed on

e S S i Construction Permit

FIRM:
WNUNMBEF. OF PLAN SHEETS:

IR Application

FROPOSED IMPROVEMENTS:

Feplacement of existing 37 water main with 87 water maim, installation of X new hydrants and gate valves, and X
17 services.

e Prior to Construction:

1. This project has bean reviswed for conformance with the requirements of the State of Illinois’
Environmental Protection A gency and has been Generally Found fo be Acceptabla.

Al water mains shall be zatisfactorily dizsinfected prior to use. In accordance with the requiramants of
ATWWA CE31-99, at laast one sat of samples chall be collacted from every 1,200 feet of new water main,

plus one zet from the end of the lina and 2t least one st from each branch Satisfactory dismfaction shall A A
be dernonstratad in accordance with the raquiremants of 315 Il Adm_ Code §32.203. e C e IVe e r I I I I

There are no further conditions to this parmit.

T, APreconstruction Meeting
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lllinois EPA Water Operating Permit

The City of Rockford issues
e an Operating Permit once the
water main has passed all

ROCKFORD (Winnebago County - 2010300)

tests and has been accepted

Title of Plans

e by the Water Engineer.

Contractor;

o L
ROCKI'ORD

Project Completion Date,

Bacteriological Test Passage Date: _ ~ T IT - - t - k t f' I - t I -
Certified Water Operator Dasignated in Responsible Charge: I S p e rI I l I IS e p O l l I e WI
Name Kyie Saunders Certified Operator Classification

e ———— _, the Water Division

425 E Stote St Rockford
Street City

Signature:

Title: Kyle Saunders: Director of Public Works

FEEFEERFERFEFIRF SR 43233323333 For City of Rockford Use Only*F*#+#s#ssssssssssssssssssssss

This Operating Permit: _ is issued on __. This permit i valid only for the work
completed under the Construction Permit of the same number

City of Rockford Public Works
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Water System Shutdowns

Water Main Shut Off

AsSection 1.6 - Requirements for Scheduled Water Main
Valve Shut Off

AsSection 1.6.1 - Requirements for Unscheduled
(Emergency) Water Main Valve Shut Off

This section can be found on the City website under City
Departments i Public Works i Water i Water Engineering

c
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Water System Shutdowns

Section 1.6 - Requirements for Scheduled Water Main
Valve Shut Off:

AMust obtain permission of the Water Superintendent, or
his designee, prior to any water main valve shut off.

AMeet with Water Division personnel at least five (5) days
prior to start of construction

AcCoordinate exercising valves and determining valve shut
off patterns during construction.

AThe shut down shall be allowed to proceed only after the
Water Division representative has determined that the
- .

required valves are functioning. ROGKIORD
v




Water System Shutdowns

Section 1.6 - Requirements for Scheduled Water Main
Valve Shut Off (Cont.):

AMinimum 24 hour notification to all customers of boil order
(tags)

AFor larger businesses, schools, etc. coordinate shutdown
In advance with Property Owner and Project Manager

c
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Water System Shutdowns

Section 1.6 - Requirements for Scheduled Water Main Valve Shut Off
(Cont.):

ANotify the Water Division Operations Center (779-348-7368)
prior to water main valve shut off and provide the following:

A Streets and boundaries of shut down
A Time of shut down

A Approximate duration of shut down
A Number of customers affected

A If non-residential customers (hospitals, nursing homes,
restaurants, etc.) are affected, a count of how many
Individuals affected.

ANotify Water Division Operations Center Operator upon

completion of repairs and restoration of water service. Q‘&‘)”(fkp//é’p[)
'//// ILLINOIS, USA




Water System Shutdowns

Section 1.61 - Requirements for Unscheduled Water Main
Valve Shut Off:

Aln the event the Contractor must perform an unscheduled
water main valve shut off; the Contractor shall notify the
Water Division Operations Center Operator (779-348-

/368) as soon as possible.

AAIl Hi-Lo Valves are marked with a special manhole
cover, and all operation of these valves shall be by City of

Rockford staff ONLY!

\(\\ Lo
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Water Main Inspection

AAll Inspections will be performed by the City of Rockford or their
designee.

AAIl lllinois EPA and Plumbing regulations shall apply for
Inspection purposes.

AAll requests for inspections shall be no less than 24 hour
advance notice.

AAll Components needing inspections shall remain exposed until
Inspection is complete.

c

ROCI{FORD
74




Disinfection

American Water Works Association

'&AWWA)
C651 17 Water Main Disinfection

| B3007i Standard for Hypochlorite
| B3017i Standard for Liquid Chlorine
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Disinfection

AAdministrative Code Title 35;: Section 602
AAdministrative Code Title 35; Section 652
ACity of Rockford Chapter |I; Section 12

Astandard Specifications for Water & Sewer
Main Construction in lllinois

Make sure the hydrant is sufficiently flushed to at
least one (1) ppm free chlorine before collecting
and submitting your BacT sample

. .
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Bacteriological Sampling and Analysis

The City of Rockford will perform ALL BacT
analysis for City of Rockford construction projects.

ASampIing Requirements

- water main repair (no permit): 1 BacT sample - P&A
(presence & absence method)

- upsizing or relocation of main (heeding a permit): 2 BacT
consecutive samples (at least 24 hrs apart) T P&A method

- new construction (not routine & needing a permit): 2 BacT
consecutive samples (at least 24 hrs apart) T P&A method

. .

ROCKI'ORD
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Rockford Water Division Environmental Laboratory
AlLocation : 1111 Cedar Street

ASampIes accepted 6:00 am 1 2:00 pm, Monday 1
Thursday

Aafter hours kiosk available Monday T Thursday
any time.

ABacterioIogicaI Analysis Pricing

Presence & Absence: $19.00

Samples accepted on weekends with prior approval.

. .
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4




Environmental Laboratory

ASampIes will be submitted in laboratory approved
containers that are available at 1111 Cedar Street

ASampIes will not be accepted without properly
completed paperwork
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ROCKTORD
il Rockford Water Division Cotéorms Amalysis Beper
Pl T 1302 Environmental Laboratory

mE-FET-2T1N

A, Facility No. R B. Facility Nama:
C. Sampling Peried:
D. Surface Supply: Yes [JNe [0 DateTimeRecd:_

E. Chlorine Exempt: Yes [ No [ Date/Time Set Up: _ o o

N ——
S i e e e SR DateTime Read: .

1. Mail Water Supply Copy Te: 3. Date Collected:

4. Bamples Collectar:

T — Form MUST include total or free residual
iy = chlorine at the time sampleis collected

episaament [ bvalid Replocesent [
Ropes O  wewconsivetion D
Grgnal Les Sample He =

Boil Ordar: D Othen u

Rrpair O masinteaance
Mew Contruction Permit Mo,

6. Coliform Sampling: 10, 11.

7. &,
Bil¥ Eample Stef ar Addeeas -Repant Samples - Inciygs |[Famphke rﬁﬂ [+37] T Lacarmory
Site & and Address Typi [+ i ‘Sample Mo
I

Weitof:  Membang Fler D o D Dabe
Cak ___

Kraiyes Rsrseen o Riglapeimai:
Samples morg Ban 10 Agorg o

1?59? L Wio DadaTirse o Codarian
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Hydrant Permits
& Hydrant Meter Requests

HYDRANT METER REQUESTS
Please call our office
at (779) 348 -7152

Hours 7am -3:30pm

Or visit https://rockfordil.gov/city-departments/public-works/water-division/
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https://rockfordil.gov/city-departments/public-works/water-division/

What do we need?

ABe ready with the following information

-y

Proj
Proj
Proj

rant Location- you are requesting
ect Name

ect Location

ect Purpose

Dates the hydrant is needed
Reminder - We need your W-9 form

c
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Approval

All requests for hydrant use must be approved by
the Water Engineer and the Water Quality
Supervisor

Please Allow 24 Hours to process your
requests.

Avoid delays ,call ahead
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Approval

The Engineering and Water Quality Department

reviews your choice for the hydrant location request
for the following:

Al'he meter size (1 or 2 inch)

Arlow long
Alow It wil
Arlow It wil

water tan

It will be used
affect the water main

affect possible traffic flow when filling a

ker truck

c
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PAYING FOR YOUR METER

Payment and Pick-up:

AMake your payment at City Hall 425 E. State St.

Aonce approved - we will contact you by phone for
meter pick-up

ABring your receipt and a copy of your W-9 to the
Water Operations building located at
1111 Cedar St.
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What will it cost ?

Costs: $600.001 inch Meter

$1500.00c 2 inch Meter
A$10.00 per month Hydrant use permit fee
Awater is billed $6.29 per unit.

AAny damage to meters Is deducted from deposit

THECITYOF ////4
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Bringing it Back

ARETURNING YOUR METER:

Bring To-

A water Operations building located at 1111 Cedar Street
WE will-

A Read the meter

A Document your contract with the meter read

A Check for any damages to the meter

A Give you a signed copy as your receipt

AALL CONTRACTS EXPIRE 12-31-21 -YOU MUST RETURN YOUR
METER AND UPDATE YOUR FORMS FOR THE 2022 SEASON

THE CITYOF ////‘
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TIPS FOR PROPER USE

Do Do not

AOpen/CIose Hydrant slowly A Leave meter unattended

A Use hydrant wrench provided A Move to a different hydrant-

AKeep a copy of permit on-site or use unless approved
ABrace bottom of meter

A store in warm place to avoid
freezing

APlease report any problems to
the Water division

“ - ~ THE CITYOF ////4
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ILLEGAL USE OF HYDRANT

Using a hydrant without
authorization from the

Water Division could result in a

2
ROCKFORD
v




Permits and Hydrants

Thank you !

Have a Safe Season!
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Erosion and Sediment Control

U NPDES Municipal Separate Storm Sewer System (MS4) Stormwater permits
requires municipalities to implement an erosion and sediment control
iInspection and enforcement program.

uaAll projects within City of Rockford
Subdivision review process as well as the Public Works Department -

Engi neering Divisionbés Plat and Pl an
begin until the City has compl eted 1t
approvals.

AFor City projects, SWPPP6s and eros
the Stormwater & Environmental Team.

A IEPA approval of permits does not mean the City has approved a permit
as well.
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Erosion and Sediment Control

1 All projects requiring an IEPA General Construction Permit (ILR10) must submit the
Notice of Intent (NOI) and SWPPP with the IEPA a minimum of 30 days prior to starting
construction. A fee is required along with the submittal. The City will not permit a
project until it has been approved by IEPA.

A All City projects requiring a IEPA construction permit shall submit the filled out
NOI to the Project Manager or the City Stormwater team for submittal. DO NOT
submit NOI 6s yoursel f!

A SWPPP must be signed as well as the contractor certifications.

A 1EPA will not approve the permit without the SWPPP being electronically
submitted.

A City projects will also receive regulatory inspections and be inspected with same
frequencies as private projects.

1 City must be notified a minimum of 48 hours before grading to perform a pre-
grading inspection.

Not e: | EPA has c¢ han gernditsubimditals websi te f or
(https://cdxnodengn.epa.gov/net-cgp/action/login) During submittal, upload the
SWPPP and Erosion control plans and any other pertinent documents. The

submittal must be certified before IEPA accepts it and begins their revieW.cvo 2.

ROCKI'ORD
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https://cdxnodengn.epa.gov/net-cgp/action/login

Erosion and Sediment Control
AWE EXPECT FULL COMPLIANCE AT THE TIME OF THE VISIT!

A Compliance does not start when the regulatory inspector shows up.

AFoll ow the erosion control pl anland |t
I.e. Inlet Protection

ARemove al l BtNEPpdosect vs lc@mpleted!

ADxumentEverything! |t didnot happen i f 1 t0s |I
Grading start & end dates
BMP install & removal Dates
Stabilization dates
Alnspections Dates & all BMP Maintenance
AAny changes to the SWPPP.
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Erosion and Sediment Control

Inspections
U Unless requested all inspections are surprise visits. Appointments are not made.

U If work does not commence within 2 weeks of the start date on the Grading and
Stormwater Discharge Application the permit is no longer valid until the City is
informed of the new start date. Permitis valid for 2 years.

U The City will inspect any size construction site regardless of IEPA permitting
requirements.

U NPDES permitted sites require qualified
personnel to inspect site once every seven
calendar days and within 24hrs of the end of a
storm that is 0.5 inches or greater.

u Utilize the lllinois Urban Manual for proper
|l nstall ations of BMPO S .
https://illinoisurbanmanual.orag/
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